
 Proposed Code Change  
 State Form 41186R  

  FOR OFFICE USE ONLY 

 RETURN TO:  
 INDIANA DEPARTMENT OF HOMELAND SECURITY Received   10/2/09 
 CODE SERVICES SECTION  

 302 W. Washington Street Room W246 Code   53.25.1-09 

 Indianapolis, IN 46204  

INSTRUCTIONS: Only TYPED copy accepted.  

 (KEY – Dashed line through material to be deleted, underline material to be added)  

 Use second sheet for any material requiring more space.  

Code Title Edition 

2009 INDIANA RESIDENTIAL CODE FIRST EDITION 

Section number and title Page 

P2801.5 REQUIRED PAN 1 OF 1 

Proponent Title 

JOHNR. WEESNER CONSULTANT 

Address Phone 

P.O. BOX 876 FRANKFORT, IN  46041 765-242-5503 

PROPOSED CODE CHANGE (Check One) 

 Change to read as follows X Add to read as follows  Delete and substitute as follows  Delete without substitution 

 
P2801.5 REQUIRED PAN.  WHERE WATER HEATERS OR HOT WATER STORAGE TANKS ARE INSTALLED IN LOCATIONS 
WHERE LEAKAGE OF THE TANKS OR CONNECTIONS WILL CAUSE DAMAGE, ABOVE A FINISHED CEILING THE TANK OR 
WATER HEATER SHALL BE INSTALLED IN A GALVANIZED STEEL PAN HAVING A MATERIAL THICKNESS OF NOT LESS 
THAN 0.0236 INCH (0.6010mm) (NO, 24 GAGE), OR OTHER PANS APPROVED FOR SUCH USE. LISTED PANS SHALL 
COMPLY WITH CSA LC3. 
 
EXCEPTION: WHEN INSTALLED ON A WATER-RESISTANT FLOOR WITH A FLOOR DRAIN IN THE SAME ROOM OR SPACE. 
 
 

REASON AND FISCAL IMPACT 

 
THIS PROPOSAL IS IN THE CURRENT CODE AS WRITTEN. 
 
 
 
FISCAL IMPACT; NO INCREASE TO THE COST OF CONSTRUCTION.  IS  IN CURRENT CODE.  

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


